
 

 

 

 

 

 
 

 

 

 

 

 

 

 

 

 

 

WATER QUALITY REPORT 
 

2009 
 

 

 

 

 

 

 



WATER QUALITY REPORT 200 9 
 
 
 

Overview  
 
Cambridge Water undertook 23,853 tests in 2009 on 75 parameters (measured against 
standards) from treatment works, storage (reservoirs and towers) and customersô taps. 
 
During 2009 six parameters failed to meet the required concentration or value.  
 
Coliform bacteria exceedances at Eversden Reservoir 2 and Longstowe Tower 
Coliform bacteria exceedances in Linton Zone and Coton Zone 
Clostridia exceedance and, on a separate occasion, a Faecal Coliform exceedance at Rivey 
 
 
The remaining 23847 parameters were all satisfactory. 
 



Treatment Works  

 
The Water Supply (Water Quality) Regulations 2000 (Amendment) Regulations 2007 require 
samples to be taken and analysed from treatment works for bacteriological parameters (total 
coliforms, E. Coli, residual chlorine and colony counts) nitrite and turbidity. 
 
Cambridge Water tests for bromate, and Clostridium Perfringens at all supply points (in effect 
treatment works). Having sufficient data to prove aldrin, dieldrin, heptachlor and heptachlor 
epoxide were not detected at Euston works we were granted a waiver at the end of 2008, and 
ceased sampling for them.  Other sites already had waivers. 
  
The Company operated 21 treatment works in 2009; with Kingston out of supply for the whole 
year. 
A summary of the results is as follows: 
 

Parameter Prescribed 
Concentration 

Or Value 

Total 
number  
of tests 

Tests 
Failed 

Minimum 
Value 

Maximum 
Value 

No. of 
Works  
with 

failures 

Directive Standards 

Nitrite  0.1 mg/l NO 2/l 170 0 <0.002 0.009 0 

National Standards 

Coliform bacteria  0 no./100ml  1394 0 0 0 0 

E. Coli  0 no./100ml  1394 1 0 1 1 

Additional Monitoring 

Turbidity  1 NTU 1358 0 <0.03 0.64 0 

Colony Counts @ 
22C 

- 1035 - 0 300 - 

Colony Counts  @ 
37C 

- 1035 - 0 300 - 

Free Chlorine  - 1394 - 0.09 0.38 - 

Supply point samples taken at treatment works 

Clostridium 
Perfringens  

0 no./100ml  169 1 0 1 1 

Bromate  10ug/l BrO 3/l 169 0 <0.6 <0.6 0 

 
One sample from Rivey WTW failed the required standard for Clostridia Perfringens and a 
later sample from the same tap failed for Faecal Coliforms.  The failures were investigated 
and subsequent check samples proved satisfactory, however, as a precaution, the sample tap 
was replaced.  There have been no further failures from that point.  
 
 2009 2008 2007 2006 2005 2004 

Number of treatment works  21 21 22 23 22 22 

       
COLIFORMS       

Total number of tests  1394 1539 1238 1219 1129 1027 

- number containing coliforms 0 1 0 1 2 3 

- % containing coliforms 0% 0.06% 0% 0.08% 0.18% 0.29% 

Treatment works with coliforms detected  0 1 0 1 2 2 

- % of all works with coliforms detected 0% 4.5% 0% 4.5% 9.1% 9.1% 

FAECAL COLIFORMS        

Total number of tests  1394 1539 1238 1219 1129 1027 

- number containing faecal coliforms 1 0 0 0 0 0 

- % containing faecal coliforms 0.07% 0% 0% 0% 0% 0% 
Treatment works with faecal coliforms detected 1 0 0 0 0 0 

- % of all works with faecal coliforms detected 4.8% 0% 0% 0% 0% 0% 

 



Service Reservoirs and Towers  
 

Under the Water Supply (Water Quality) Regulations 2000 and Amendment Regulations 2007 
testing for bacteriological parameters is required weekly and Regulation 4(6) requires that 
95% of coliform tests be satisfactory for the water to be regarded as wholesome. 
The Company operated 33 service reservoirs in 2009.  
A summary of the results is as follows: 
 

 Parameter Prescribed 
Concentration 

Or Value 

Total 
number  
of tests 

Tests 
Failed 

Minimum 
Value 

Maximum 
Value 

No. of 
reservoirs  

failing 
standard* 

National Standards  

Coliform 
bacteria 

0 no./100ml 1730 2 0 1 0 

E. Coli 0 no./100ml 1730 0 0 0 0 

Additional Monitoring  

Colony Counts 
@ 22C 

- 1730 - 0 300 - 

Colony Counts 
@ 37C 

- 1730 - 0 300 - 

Free Chlorine - 1730 - <0.03 0.15 - 

 
* Number of reservoirs with coliforms detected in more than 5% of samples.  
  
Two coliform failures were recorded in 2009, one from Eversden Number 2 Reservoir and the 
other from Longstowe Tower.  The failures were investigated and subsequent check samples 
proved satisfactory. There have been no further failures from the sites. 
 
 

 2009 2008 2007 2006 2005 2004 2003 

Number of service reservoirs  33 33 33 33 33 33 33 

        
COLIFORMS        

        
Total number of tests  1730 1722 1716 1713 1716 1731 1711 

- number containing coliforms 2 2 4 2 2 1 1 

- % containing coliforms 0.12% 0.12% 0.23% 0.12% 0.12% 0.06% 0.06% 

        
Service reservoirs with 
coliforms detected  

2 1 4 2 2 1 1 

        
Service reservoirs with 
coliforms detected in more 
than 5% of tests  

0 0 0 0 0 0 0 

- % of all service reservoirs 0% 0% 0% 0% 0% 0% 0% 

        

FAECAL COLIFORMS         

        
Total number of tests  1730 1722 1716 1713 1716 1731 1711 

- number containing faecal 
coliforms 

0 0 0 0 0 0 0 

- % containing faecal coliforms 0% 0% 0% 0% 0% 0% 0% 

        
Service reservoirs with 
faecal coliforms detected  

0 0 0 0 0 0 0 

- % of all service reservoirs 
with faecal coliforms detected 

0% 0% 0% 0% 0% 0% 0% 

 



Customer Taps  
 
Cambridge Water continues to operate a random compliance monitoring programme in water 
supply zones and to include public buildings.  Cambridge Water continues to cleanse and 
disinfect the tap prior to sampling from a customerôs tap. 
 
Summary Table ï National Parameters 
 

Parameter Prescribed 
Concentration 

Or Value 

Total 
number  
of tests 

Tests 
Failed 

Minimum 
Value 

Maximum 
Value 

No. of zones  
with failures 

National Standards  

Aluminium 200 ug Al/l 62 0 <5 24 0 

Colour 20 mg/l Pt/Co 
scale 

160 0 <0.4 2.0 0 

Hydrogen ion (pH) 6.5-10 pH value 160 0 6.55 7.74 0 

Iron 200 ug Fe/l 62 0 <7 140 0 

Manganese 50 ug Mn/l 62 0 <1.5 <1.8 0 

Odour Acceptable to 
consumers and 

no abnormal 
change 

199 0 0 0 0 

Sodium 200 mg Na/l 62 0 7.9 170 0 

Taste Acceptable to 
consumers and 

no abnormal 
change 

199 0 0 0 0 

Tetrachloromethane 3 ug/l 62 0 <0.02 0.05 0 

Turbidity 4 NTU 199 0 <0.03 0.25 0 

 
All samples were satisfactory. 
 
Summary Table ï Additional Parameters 
 

Parameter Presrcibed 
Concentration 

Or Value 

Total 
number  
of tests 

Tests 
Failed 

Minimum 
Value 

Maximum 
Value 

No. of zones  
with failures 

Additional Parameters  

Coliform Bacteria 
(Total coliforms) 0 No./100ml 

 
834 

 
2 

 
0 

 
2 

 
2 

Residual Chlorine  - 834 - <0.03 0.11 - 

Colony Counts After 3 
Days At 22øc  - 

 
299 

 
- 

 
0 

 
300 

 
- 

Colony Counts After 48 
Hours At 37øc -  

 
163 

 
- 

 
0 

300 
 
- 

Ammonium 0.5 mg NH4/l 160 0 <0.009 0.39 0 

Chloride 250 mg Cl/l 62 0 <1.2 68.4 0 

Conductivity 2500 uS/cm 160 0 359 663 0 

Hydrogen ion (pH) <9.5 pH value 160 0 6.55 7.74 0 

Sulphate 250 mg SO4/l 62 0 20.1 105 0 

Total Organic Carbon - 62 - 0.24 3.19 - 

Gross Alpha 0.1 Bq/l 15 0 <0.006 0.14 - 

Gross Beta 1 Bq/l 15 0 0.063 0.74 - 

Tritium 100 Bq/l 15 0 <2 6.6 0 

Total Indicative Dose 
(Gross Alpha & Beta) 

0.1 mSv/year 15 0 0 0.024 0 

 
A sample in Coton Zone and a sample in Linton Zone exceeded the Coliform parameter.  In 
both cases a full investigation was undertaken and check samples taken.  No causes for the 
exceedances were found.  Check sample results were all satisfactory.   
Two samples in Croydon Zone exceeded the trigger value for Gross Alpha but Total Indicative 
Dose analyses did not exceed the PCV.  



Summary Table ï Directive Parameters 
 

Parameter Prescribed 
Concentration 

Or Value 

Total 
number  
of tests 

Tests 
Failed 

Minimum 
Value 

Maximum 
Value 

No. of 
zones  
with 

failures 

Directive  Standards  

E. coli (Faecal coliforms) No./100ml 834 0 0 0 0 

Enterococci (Faecal streptococci) No./100ml 62 0 0 0 0 

Nitrate 50 mg NO3/l 65 0 <0.28 46.6 0 

Nitrite - Consumer's Taps 0.5 mg NO2/l 62 0 <0.003 0.006 0 

Copper 2 mg Cu/l 62 0 0.003 0.24 0 

Fluoride 1.5 mg F/l 62 0 <0.009 1.1 0 

Arsenic 10 ug As/l 62 0 <0.37 <0.37 0 

Cadmium 5 ug Cd/l 62 0 <0.06 <0.06 0 

Cyanide 50 ug CN/l 62 0 <0.7 5.1 0 

Chromium 50 ug Cr/l 62 0 <0.7 0.9 0 

Mercury 1 ug Hg/l 62 0 <0.012 0.046 0 

Nickel 20 ug Ni/l 62 0 <0.9 8.9 0 

Lead  25 ug Pb/l 62 0 <0.5 3.5 0 

Antimony 5 ug Sb/l 62 0 <0.12 0.23 0 

Selenium 10 ug Se/l 62 0 <0.22 1.4 0 

Benzo 3,4 Pyrene 0.01 ug/l 62 0 <0.001 0.002 0 

PAH - Sum Of 4 Substances 0.1 ug/l 62 0 0 0.003 0 

Boron 1 mg B/l 62 0 <0.017 0.13 0 

Tetrachloroethene/Trichloroethene  10 ug/l 62 0 0 2.28 0 

Total Trihalomethanes 100 ug/l 62 0 1.6 30.9 0 

1,2 Dichloroethane 3 ug/l 62 0 <0.08 <0.08 0 

Benzene 1 ug/l 62 0 <0.06 <0.06 0 

2,4-D 0.10 ug/l 62 0 <0.002 <0.002 0 

Atrazine 0.10 ug/l 62 0 <0.003 0.04 0 

Bentazone 0.10 ug/l 2 0 <0.002 <0.002 0 

Bromacil 0.10 ug/l 2 0 <0.004 <0.012 0 

Carbetamide 0.10 ug/l 62 0 <0.006 <0.006 0 

Chlortoluron 0.10 ug/l 62 0 <0.004 0.005 0 

Clopyralid 0.10 ug/l 2 0 <0.001 0.051 0 

Cyanazine 0.10 ug/l 2 0 <0.005 <0.005 0 

Dicamba 0.10 ug/l 60 0 <0.002 <0.002 0 

Dichlorprop 0.10 ug/l 2 0 <0.002 <0.002 0 

Diuron 0.10 ug/l 62 0 <0.003 0.023 0 

EPTC 0.10 ug/l 62 0 <0.002 <0.004 0 

Isoproturon 0.10 ug/l 62 0 <0.002 <0.002 0 

Linuron 0.10 ug/l 2 0 <0.005 <0.005 0 

MCPP(Mecoprop) 0.10 ug/l 62 0 <0.002 <0.002 0 

MCPA 0.10 ug/l 62 0 <0.002 <0.002 0 

Metaldehyde 0.10 ug/l 2 0 0.004 0.069 0 

Monuron 0.10 ug/l 2 0 <0.004 <0.005 0 

Propazine 0.10 ug/l 62 0 <0.004 <0.004 0 

Prometryn 0.10 ug/l 2 0 <0.003 <0.003 0 

Propyzamide 0.10 ug/l 2 0 <0.004 0.026 0 

Simazine 0.10 ug/l 62 0 <0.007 0.035 0 

2,3,6-Tba 0.10 ug/l 62 0 <0.002 <0.006 0 

2,4,5-T 0.10 ug/l 62 0 <0.002 <0.003 0 

Terbutryn 0.10 ug/l 2 0 <0.003 <0.003 0 

Trietazine 0.10 ug/l 62 0 <0.006 <0.006 0 

Pesticides - Total Substances 0.5 ug/l 62 0 0 0.174 0 

 



 
Comparison of water quality at the customer tap  
 

 2009 2008 2007 

Parameter  Total 
number 
of tests  

Tests not 
meeting  

the 
standard  

Total 
number 
of tests  

Tests not 
meeting  

the 
standard  

Total 
number 
of tests  

Tests 
not 

meeting  
The 

standard  
No. % No. % No. % 

Coliforms 834 2 0.2 814 3 0.4 809 3 0 

Faecal Coliforms 834 0 0 814 0 0 809 0 0 

Colour 160 0 0 195 0 0 160 0 0 

Turbidity 199 0  0 196 0  0 198 0 0 

Odour 199 0 0 156 2 1.3 173 0 0 

Taste 198 0 0 156 1 0.6 173 0 0 

Hydrogen ion 160 0 0 156 0 0 160 0 0 

Nitrate 65 0 0 60 0 0 60 0 0 

Nitrite 62 0 0 60 0 0 60 0 0 

Aluminium 62 0 0 60 0 0 60 0 0 

Iron 62 0 0 60 0 0 60 0 0 

Manganese 62 0 0 60 0 0 60 0 0 

Lead 62 0 0 60 0 0 60 0 0 

PAH 62 0 0 60 0 0 60 0 0 

Trihalomethanes 62 0 0 60 0 0 60 0 0 

Total Pesticides 62 0 0 60 0 0 60 0 0 

Other Pesticides 764 0 0 1680 0 0 1680 0 0 

 
 
 
The pesticide suite was reduced for 2009 as historical data informed that many pesticides 
were not present at significant levels. 



TREATMENT WORKS 
 

 
DWI Code Works  
T016 Fleam Dyke 36" 
T017 Fleam Dyke 12" 
T018 Great Wilbraham 
T019 Babraham 
T020 Melbourn 
T021 Westley 
T022 Weston Colville 
T023 Fulbourn 
T026 Lowerfield 
T027 Hinxton Grange (Abington Park) 
T029 Dullingham 
T032 Rivey 
T042 Sawston 
T047 Euston 
T076 Croydon 
T083 Heydon 
T084 Morden Grange 
T085 Great Chishill 
T086 Duxford Airfield (S.Mill) 
T087 Duxford Grange 
T088 Fowlmere 



WATER QUALITY REPORT 2009 
 
 

 

Water Treatment Works  Fleam Dyke 36ò 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.004 0 0 

Coliform bacteria 0 no./100ml 105 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 105 0 0 0 0 0 0 0 

Turbidity 1 NTU 105 0 0 <0.03 <0.04 0.09 0 0 

Colony Counts @ 22C - 106 - - 0 0      4 - - 

Colony Counts @ 37C - 106 - - 0 0 16 - - 

Free Chlorine - 105 - - 0.10 0.14 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Fleam Dyke 12ò 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003    0.004 0 0 

Coliform bacteria 0 no./100ml 52 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 52 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.08 0 0 

Colony Counts @ 22C - 52 - - 0 0 2 - - 

Colony Counts @ 37C - 52 - - 0 0 1 - - 

Free Chlorine - 52 - - 0.10 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Great Wilbraham 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 52 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 52 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.05 <0.05 <0.05 0 0 

Colony Counts @ 22C - 52 - - 0 4 300 - - 

Colony Counts @ 37C - 52 - - 0 4 300 - - 

Free Chlorine - 52 - - 0.10 0.16 0.22 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Babraham 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.004 0 0 

Coliform bacteria 0 no./100ml 51 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 51 0 0 0 0 0 0 0 

Turbidity 1 NTU 51 0 0 <0.05 <0.05 0.03 0 0 

Colony Counts @ 22C - 51 - - 0 2 81 - - 

Colony Counts @ 37C - 51 - - 0 0 3 - - 

Free Chlorine - 51 - - 0.13 0.16 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Melbourn 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.003 0 0 

Coliform bacteria 0 no./100ml 104 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 104 0 0 0 0 0 0 0 

Turbidity 1 NTU 53 0 0 <0.03 <0.05 0.12 0 0 

Colony Counts @ 22C - 53 - - 0 0 5 - - 

Colony Counts @ 37C - 53 - - 0 0 3 - - 

Free Chlorine - 104 - - 0.06 0.14 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Westley 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 9 0 0 <0.002 0.003 0.006 0 0 

Coliform bacteria 0 no./100ml 106 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 106 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.04 0 0 

Colony Counts @ 22C - 53 - - 0 0 4 - - 

Colony Counts @ 37C - 53 - - 0 0 2 - - 

Free Chlorine - 53 - - 0.10 0.16 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV. 
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Water Treatment Works  Weston Colville 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.005 0 0 

Coliform bacteria 0 no./100ml 52 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 52 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.11 0 0 

Colony Counts @ 22C - 52 - - 0 0 2 - - 

Colony Counts @ 37C - 52 - - 0 0 5 - - 

Free Chlorine - 52 - - 0.1 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Fulbourn 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

9 No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.004 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 53 0 0 <0.03 <0.05 0.07 0 0 

Colony Counts @ 22C - 13 - - 0 0 3 - - 

Colony Counts @ 37C - 13 - - 0 0 1 - - 

Free Chlorine - 13 - - 0.10 0.15 0.19 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Lowerfield 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 105 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 105 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.04 0 0 

Colony Counts @ 22C - 53 - - 0 0 5 - - 

Colony Counts @ 37C - 53 - - 0 0 2 - - 

Free Chlorine - 105 - - 0.06 0.15 0.24 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Hinxton Grange 

  
Zones Su pplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.003 0 0 

Coliform bacteria 0 no./100ml 208 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 208 0 0 0 0 0 0 0 

Turbidity 1 NTU 105 0 0 <0.03 <0.05 0.09 0 0 

Colony Counts @ 22C - 105 - - 0 1 141 - - 

Colony Counts @ 37C - 105 - - 0 3 101 - - 

Free Chlorine - 208 - - 0.09 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Works  Dullingham 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.003 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.06 0 0 

Colony Counts @ 22C - 13 - - 0 1 3 - - 

Colony Counts @ 37C - 13 - - 0 0 4 - - 

Free Chlorine - 13 - - 0.10 0.16 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
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Water Treatment Wo rks  Rivey 

  
Zones Supplied  Linton 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 105 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 105 1 0.9 0 0 1 1 4.5 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.05 0 0 

Colony Counts @ 22C - 52 - - 0 0 3 - - 

Colony Counts @ 37C - 52 - - 0 0 3 - - 

Free Chlorine - 105 - - 0.05 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 1 12.5 0 0 1 1 4.5 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
A sample failed the Clostridium parameter in January.  Check samples were satisfactory.  After a Faecal coliform failure in May the sample 
tap was replaced. 
There have been no subsequent failures. 

 



WATER QUALITY REPORT 200 9 
 
 
 
 

Water Treatment Works  Sawston 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.003 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 51 0 0 <0.03 <0.05 <0.05 0 0 

Colony Counts @ 22C - 13 - - 0 0 1 - - 

Colony Counts @ 37C - 13 - - 0 0 4 - - 

Free Chlorine - 13 - - 0.13 0.14 0.15 - - 

Clostridium Perfringens 0 no./100ml 9 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 9 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



 
WATER QUALITY REPORT 200 9 

 
 
 

 

Water Treatment Works  Euston 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 108 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 108 0 0 0 0 0 0 0 

Turbidity 1 NTU 108 0 0 <0.03 <0.05 0.3 0 0 

Colony Counts @ 22C - 108 - - 0 0 3 - - 

Colony Counts @ 37C - 108 - - 0 0 3 - - 

Free Chlorine - 108 - - 0.14 0.27 <1.2 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

 
Comment 
 
All samples met the PCV 
 



WATER QUALITY REPORT 200 9 
 
 
 

Water Treatment Works  Croydon 

  
Zones Supplied  Croydon 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 53 0 0 <0.03 <0.05 0.09 0 0 

Colony Counts @ 22C - 13 - - 0 0 1 - - 

Colony Counts @ 37C - 13 - - 0 0 0 - - 

Free Chlorine - 13 - - 0.06 0.14 0.23 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



 
WATER QUALITY REPORT 200 9 

 
 

 

Water Treatment Works  Heydon 

  
Zones Supplied  Heydon 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.004 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.06 0 0 

Colony Counts @ 22C - 13 - - 0 2 9 - - 

Colony Counts @ 37C - 13 - - 0 2 13 - - 

Free Chlorine - 13 - - 0.13 0.15 0.17 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



WATER QUALITY REPORT 200 9 
 
 
 

Water Treatment Works  Morden Grange 

  
Zones Supplied  Heydon 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.05 <0.05 0.04 0 0 

Colony Counts @ 22C - 13 - - 0 0 1 - - 

Colony Counts @ 37C - 13 - - 0 0 1 - - 

Free Chlorine - 13 - - 0.12 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



WATER QUALITY REPORT 200 9 
 
 
 

 

Water Treatment Works  Great Chishill 

  
Zones Supplied  Heydon 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 13 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 13 0 0 0 0 0 0 0 

Turbidity 1 NTU 52 0 0 <0.03 <0.05 0.05 0 0 

Colony Counts @ 22C - 13 - - 0 0 1 - - 

Colony Counts @ 37C - 13 - - 0 0 1 - - 

Free Chlorine - 13 - - 0.13 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



 
WATER QUALITY REPORT 200 9 

 
 
 

 

Water Treatment Works  Duxford Airfield 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 0.01 0 0 

Coliform bacteria 0 no./100ml 105 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 105 0 0 0 0 0 0 0 

Turbidity 1 NTU 105 0 0 <0.03 <0.05 0.05 0 0 

Colony Counts @ 22C - 105 - - 0 3 300 - - 

Colony Counts @ 37C - 105 - - 0 3 300 - - 

Free Chlorine - 105 - - 0.05 0.14 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <1.2 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



WATER QUALITY REPORT 200 9 
 
 
 
 

 

Water Treatment Works  Duxford Grange 

  
Zones Supplied  Cambridge North 

 Cambridge South 

 Coton 

 Sawston 

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.003 <0.003 0 0 

Coliform bacteria 0 no./100ml 53 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 53 0 0 0 0 0 0 0 

Turbidity 1 NTU 106 0 0 <0.05 <0.05 0.23 0 0 

Colony Counts @ 22C - 53 - - 0 1 19 - - 

Colony Counts @ 37C - 53 - - 0 1 13 - - 

Free Chlorine - 53 - - 0.14 0.15 0.18 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



 
WATER QUALITY REPORT 200 9 

 
 
 

 

Water Treatment Works  Fowlmere 

  
Zones Supplied  Heydon 

  

  

  

 
 
 

Parameter Prescribed 
Concentration 

or Value 

No. of 
tests 

No. of 
  

% of  
 

Minimum 
Value 

Mean 
Value 

Maximum 
Value 

No. of 
  

% of  
 

Samples >PCV WTWs > Authorised 
Departure 

Nitrite 0.1 mg/l NO2/l 8 0 0 <0.002 <0.002 <0.002 0 0 

Coliform bacteria 0 no./100ml 105 0 0 0 0 0 0 0 

E. Coli 0 no./100ml 105 0 0 0 0 0 0 0 

Turbidity 1 NTU 53 0 0 <0.05 <0.05 0.33 0 0 

Colony Counts @ 22C - 53 - - 0 0 5 - - 

Colony Counts @ 37C - 53 - - 0 1 26 - - 

Free Chlorine - 105 - - 0.04 0.16 0.25 - - 

Clostridium Perfringens 0 no./100ml 8 0 0 0 0 0 0 0 

Bromate 10ug/l BrO3/l 8 0 0 <0.6 <0.6 <0.6 0 0 

          

 
Comment 
 
All samples met the PCV 
 

 



 
SERVICE RESERVOIR REPORT 

 
Summary Report 2009 

 
RESERVOIR No. of samples 

taken  

Total Coliforms  E. Coli  Residual Chlorine  Colony Count @ 37C  Colony Count @ 22C  

 Min Mean Max Min Mean Max Min Mean Max Min Mean Max Min Mean Max 

Cherry Hinto n Res.1 53 0 0 0 0 0 0 0.04 0.05 0.14 0 0 4 0 1 71 

Cherry Hinton Res.2  53 0 0 0 0 0 0 0.04 0.05 0.08 0 0 7 0 0 5 

Cherry Hinton Res.3  52 0 0 0 0 0 0 0.04 0.06 0.14 0 1 21 0 19 259 

Cherry Hinton Res.4  52 0 0 0 0 0 0 0.04 0.07 0.09 0 1   17 0 0 7 

Coton Re s.1 53 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 2 0 0 4 

Coton Res.2  53 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 4 0 0 3 

Linton Res.1  52 0 0 0 0 0 0 0.04 0.08 0.10 0 0 5 0 1 35 

Linton Res.2  52 0 0 0 0 0 0 0.04 0.07 0.10 0 0 4 0 6 300 

Rivey Tower  53 0 0 0 0 0 0 0.04 0.06 0.15 0 0    5 0 0 5 

Shudy Tower  53 0 0 0 0 0 0 0.04 0.06 0.08 0 0 1 0 0 2 

Balsham Tower  53 0 0 0 0 0 0 0.04 0.05 0.08 0 0    3 0 0 4 

Bluntisham Res.1  52 0 0 0 0 0 0 <0.03 0.04 0.12 0 0 4 0 0 2 

Bluntisham Res.2  52 0 0 0 0 0 0 <0.03 0.04 0.13 0 0 3 0 0 6 

Bluntisham Tower 2  52 0 0 0 0 0 0 0.06 0.12 0.14 0 0 2 0 2    2 

Warboys Tower  52 0 0 0 0 0 0 0.04 0.09 0.14 0 1 3 0 0 2 

Wistow Res.  52 0 0 0 0 0 0 <0.03 0.08 0.14 0 0 2 0 0 4 

Ramsey Tower  52 0 0 0 0 0 0 0.04 0.08 0.12 0 0 4 0 0 2 

Bourn Res.2  53 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 2 0 0 1 

Bourn Res.3  53 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 1 0 0 3 

Bourn Tower  53 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 2 0 0 3 

Over Tower  53 0 0 0 0 0 0 <0.03 0.04 0.07 0 0 0 0 6 300 

Madingley Tower  52 0 0 0 0 0 0 <0.03 0.04 0.08 0 0 2 0 0 8 

Eversden Res.1  52 0 0 0 0 0 0 <0.03 0.04 0.06 0 6 300 0 2 41 

Eversden Res.2  52 0 0 1 0 0 0 <0.03 0.04 0.06 0 7 300 0 1 26 

St. Ives Res.  52 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 1 0 1 6 

Croydon Res.1  52 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 1 0 1 28 

Croydo n Res.2 52 0 0 0 0 0 0 <0.03 0.04 0.05 0 0 3 0 1 10 

Longstowe Tower  52 0 0 1 0 0 0 <0.03 0.04 0.05 0 0 3 0 0 9 

Heydon Res.1a  53 0 0 0 0 0 0 0.05 0.06 0.09 0 1 21 0 6 300 

Heydon Res.1b  53 0 0 0 0 0 0 0.05 0.06 0.10 0 1 13 0 0 3 

Heydon Res.2  53 0 0 0 0 0 0 0.04 0.07 0.08 0 0 1 0 0   11 

Madingley Res.1  52 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 3 0 0 1 

Madingley Res.2  52 0 0 0 0 0 0 <0.03 0.04 0.06 0 0 5 0 0 1 



WATER QUALITY MONITORING ZONE: CAMBRIDGE NORTH ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  7 24  200 ug/l  

AMMONIUM  39  0 0.0 0 <0.009  0.017  0.389  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  0.009  0.036  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.0 01  <0.001  0.002  0.010 ug/l  

BORON 8 0 0.00  <0.017  0.023  0.033  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  20.50  24.34  27.90  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.0 04  <0.004  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  0.90  50.00 ug/l  

COLIFORM BACTERIA  208  0 0.00  0 0 0 0 /100ml  

COLONY COUNT 2 DAY  79  0 0.00  0 1 26  1000 c/ml  

COLONY COUNT 3 DAY  79  0 0.00  0 1 24  1000 c/ml  

COLOUR PT/CO SCALE  39  0 0.00  <0.40  <0.40  2.00  20 .00 Pt/Co  

CONDUCTIVITY  39  0 0.00  359  539  601  2500 uS/cm  

COPPER 8 0 0.00  0.0040  0.0668  0.2340  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  <0.003  0.010  0.100 ug/l  

E.COLI  208  0 0.00  0 0 0 0  / 100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 8 0 0.00  0.109  0.258  1.100  1.500 mg/l  

HYDROGEN ION CONC  39  0 0.00  6.55  7.30  7.53  9.50 pH  

IRON 8 0 0.00  <7.0  22.8  140.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.50  1.04  3.50  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  0.046  1.000 ug/l  

NICK EL 8 0 0.00  <0.90  1.96  3.40  20.00 ug/l  

NITRATE 9 0 0.00  30.70  40.39  46.60  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  <0.003  0.500 mg/l  

ODOUR (QUANT)  78  0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLORINE  208  0 0.00  0.04  0.06  0.09  0.30 mg/l  

SELENIUM 8 0 0.00  <0.22  0.77  1.00  10.00 ug/l  

SIMAZINE  8 0 0.00  <0.007  <0.007  <0.007  0.100 ug/l  

SODIUM  8 0 0.00  9.80  11.21  13.00  200.00 mg/l  



 
 

WATER QUALITY MONITORING ZONE: CAMBRIDGE NORTH ZONE 
PERIOD: 01/01/2009 to 31/12/2009 

 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SULPHATE 8 0 0.00  25.70  33.13  60.70  250.00 mg/l  

TASTE (QUANT)  78  0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  0.64  2.10  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.65  0.84  1.02   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.001  0.003  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  0.009  0.046  0.500 ug/l  

TOTAL THM 8 0 0.00  3.1  6.1  10.1  100.0 ug/l  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

TURBIDITY (NTU)  39  0 0.00  <0.05  <0.05  0.25  4.00 NTU  

TASTE (QUANT)  78  0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  0.64  2.10  10.00 ug/l  

        

        

Comment 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

 

        

 



 
WATER QUALITY MONITORING ZONE: CAMBRIDGE SOUTH ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  39  0 0.00  <0.009  <0.009  0.011  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  0.004  0.019  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BORON 8 0 0.00  <0.017  0.019  0.041  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  21.90  24.65  33.80  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  0.90  50.00 ug/l  

COLIFORM BACTERIA  222  0 0.00  0 0 0 0 / 100ml  

COLONY COUNT 2 DAY  78  0 0.00  0 4 91  1000 c/ml  

COLONY COUNT 3 DAY  78  0 0.00  0 11  300  1000 c/ml  

COLOUR PT/CO SCALE  39  0 0.00  <0.40  <0.40  0.60  20.00 Pt/Co  

CONDUCTIVITY  39  0 0.00  505  547  655  2500 uS/cm  

COPPER 8 0 0.00  0.0050  0.0111  0.0330  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  0.70  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

E.COLI  222  0 0.00  0 0 0 0 / 10 0ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 8 0 0.00  0.097  0.137  0.191  1.500 mg/l  

HYDROGEN ION CONC  39  0 0.00  7.07  7.29  7.67  9.50 pH  

IRON 8 0 0.00  <7.0  <7.0  <7.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.5 0 <0.50  1.10  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

NICKEL  8 0 0.00  1.20  1.73  2.50  20.00 ug/l  

NITRATE 9 0 0.00  37.00  41.97  45.50  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  0.006  0.500 mg/l  

ODOUR (QUANT)  39  0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLORINE  222  0 0.00  0.05  0.06  0.08  0.30 mg/l  

SELENIUM  8 0 0.00  0.29  0.69  1.40  10.00 ug/l  

SIMAZINE  8 0 0.00  <0.007  <0.007  <0.007  0.100 ug/l  



 
WATER QUALITY MONITORING ZONE: CAMBRIDGE SOUTH ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  9.20  11.46  17.00  200.00 mg/l  

SULPHATE 8 0 0.00  22.90  28.91  44.80  250.00 mg/l  

TASTE (QUANT)  39  0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  0.68  1.35  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.41  0.77  1.05   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  0.003  0.019  0.500 ug/l  

TOTAL THM 8 0 0.00  3.5  7.6  30.9  100.0 ug/l  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

TURBIDITY (NTU)  78  0 0.00  <0.05  <0.05  0.30  4.00 NTU  

        

Comment: 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

                

 



 
WATER QUALITY MONITORING ZONE: CROYDON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  7 200 ug/l  

AMMONIUM  6 0 0.00  <0.009  0.011  0.020  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

B.11.1 2 FLUORANTHENE 8 0 0.00  <0.001  <0.001  <0.001  0.100 ug/l  

B.3.4 FLUORANTHENE  8 0 0.00  <0.001  <0.001  <0.001  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BENZO 1.12 PERYLENE  8 0 0.00  <0.001  <0.001  <0.001  0.100 ug/l  

BORON 8 0 0.00  <0.017  0.102  0.130  1.000 mg/l  

BROMODICHLOROMETHANE  8 0 0.00  0.34  1.32  6.67  100.00 ug/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  17.90  28.51  31.80  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  0.80  50.00 ug/l  

COLIFORM BACTERIA  26  0 0.00  0 0 0 0 / 100ml  

COLONY COUNT 2 DAY  13  0 0.00  0 0 1 1000 c/ml  

COLONY COUNT 3 DAY  13  0 0.00  0 0 1 1000 c/ml  

COLOUR PT/CO SCALE  6 0 0.00  <0.40  <0.40  0.40  20.00 Pt/Co  

CONDUCTIVITY  6 0 0.00  514  534  582  2500 uS/cm  

COPPER 8 0 0.00  0.0060  0.0170  0.0330  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  0.80  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100  ug/l  

DIURON  8 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

E.COLI  26  0 0.00  0 0 0 0 / 100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 8 0 0.00  <0.009  0.040  0.075  1.500 mg/l  

HYDROGEN ION CONC  6 0 0.00  7.49  7.62  7.74  9.50 pH  

IRON 8 0 0.00  <7.0  <7.0  20.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.50  <0.50  <0.50  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 u g/l  

MERCURY 8 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

NICKEL  8 0 0.00  <0.90  <0.90  1.40  20.00 ug/l  

NITRATE 8 0 0.00  <0.28  0.80  5.05  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  0.006  0.500 mg/l  

ODOUR (QUANT)  6 0 0.00  0 0 0 0 dil  



 
WATER QUALITY MONITORING ZONE: CROYDON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  7.90  24.61  30.00  
200.00 

mg/l  

SULPHATE 8 0 0.00  20.10  68.21  95.70  
250.00 

mg/ l 

TASTE (QUANT)  6 0 0.00  0 0 0 0 dil  

TEMPERATURE C 5 0 0.00  13  14  16  25 deg C  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  <0.24  0.33  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  0.050  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.24  0.71  1.02   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  <0.002  <0.002  0.500 ug/l  

TOTAL THM 8 0 0.00  2.3  6.7  30.9  100.0 ug/l  

TOTAL INDICATIVE DOSE  13  0 0.00  0.0  0.0  0.02  0.1 mSv/y  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0. 006  0.100 ug/l  

TRITIUM  13  0 0.00  <1.0  <1.0  6.6  100.0 Bq/l  

TURBIDITY (NTU)  6 0 0.00  <0.05  <0.05  0.09  4.00 NTU  

        

Comment: 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

 



 
WATER QUALITY MONITORING ZONE: LINTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  13  200 ug/l  

AMMONIUM  13  0 0.00  <0.009  0.010  0.031  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BORON 8 0 0.00  <0.017  0.021  0.033  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  20.60  21.63  23.00  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  0.80  50.00 ug/l  

COLIFORM BACTERIA  39  1 2.56  0 0 1 0 / 100ml  

COLONY COUNT 2 DAY  14  0 0.00  0 1 5 1000 c/ml  

COLONY COUNT 3 DAY  14  0 0.00  0 0 5 1000 c/ml  

COLOUR PT/CO SCALE  13  0 0.00  <0. 40  <0.40  0.50  20.00 Pt/Co  

CONDUCTIVITY  13  0 0.00  524  551  562  2500 uS/cm  

COPPER 8 0 0.00  0.0050  0.0164  0.0290  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  <0.003  <0.00 3 0.100 ug/l  

E.COLI  39  0 0.00  0 0 0 0 / 100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 8 0 0.00  0.105  0.161  0.236  1.500 mg/l  

HYDROGEN ION CONC  13  0 0.00  6.99  7.36  7.58  9.50 pH  

IRON 8 0 0.00  <10.0  <10.0  <10.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.00 2 <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.50  <0.50  0.90  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  <0.0 12  1.000 ug/l  

NICKEL  8 0 0.00  2.20  2.86  4.80  20.00 ug/l  

NITRATE 8 0 0.00  29.10  32.65  34.30  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  0.003  0.500 mg/l  

ODOUR (QUANT)  13  0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLO RINE 39  0 0.00  0.04  0.06  0.08  0.30 mg/l  

SELENIUM 8 0 0.00  <0.22  0.51  1.20  10.00 ug/l  

SIMAZINE  8 0 0.00  <0.007  <0.007  0.015  0.100 ug/l  



 
WATER QUALITY MONITORING ZONE: LINTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  9.90  10.10  11.00  200.00 mg/l  

SULPHATE 8 0 0.00  23.50  28.49  49.40  250.00 mg/l  

TASTE (QUANT)  13  0 0.00  0 0 0 0 dil  

TETRACHLOR+TRICHLOR  8 0 0.00  <0.24  0.65  2.28  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.43  0.64  0.77   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  <0.002  0.015  0.500 ug/l  

TOTAL THM 8 0 0.00  1.6  3.8  6.5  100 .0 ug/l  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

TURBIDITY (NTU)  13  0 0.00  <0.05  <0.05  0.13  4.00 NTU  

        

Comment: 
 
One sample failed the Coliform parameter.  All check samples were satisfactory and a full investigation 
did not indicate a problem with the water supply.  Sampling or analytical error may be responsible for the 
exceedance.  All other samples were compliant with the Regulations. 

 



 
WATER QUALITY MONITORING ZONE: HEYDON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  13  0 0.0 0 <0.009  <0.009  0.012  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  0.23  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.001  0.002  0.003  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.0 01  <0.001  <0.001  0.010 ug/l  

BORON 8 0 0.00  <0.017  0.018  0.023  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.002  0.003  0.003  0.100 ug/l  

CHLORIDE 8 0 0.00  17.10  21.73  25.10  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.002  <0.00 2 0.002  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

COLIFORM BACTERIA  73  0 0.00  0 0 0 0 /100ml  

COLONY COUNT 2 DAY  26  0 0.00  0 12  300  1000 c/ml  

COLONY COUNT 3 DAY  26  0 0.00  0 14  300  1000 c/ml  

COLOUR PT/CO SCALE  13  0 0.00  <0.40  <0.40  0.60  20.00 Pt/Co  

CONDUCTIVITY  13  0 0.00  492  553  587  2500 uS/cm  

COPPER 8 0 0.00  0.0030  0.0129  0.0250  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  0.004  0.023  0.100 ug/l  

E.COLI  73  0 0.00  0 0 0 0 /100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 /100ml  

FLUORIDE 8 0 0.00  0.054  0.157  0.258  1.500 mg/l  

HYDROGEN ION CONC  13  0 0.00  7.17  7.32  7.47  9.50 pH  

IRON 8 0 0.00  <7.0  <7.0  <7.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100  ug/l  

LEAD 8 0 0.00  <0.50  <0.50  0.80  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

NICKEL  8 0 0.00  <0.90  2.31  5.10  20.00 ug/l  

NITRATE 9 0 0.00  33.60  39.78  45.20  50.00 mg/l  

NITRITE  8 0 0.00  <0.002  <0.002  <0.002  0.500 mg/l  

ODOUR (QUANT)  13  0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.001  0.002  0.002  0.100 ug/l  

RESIDUAL CHLORINE  73  0 0.00  0.03  0.06  0.08  0.30 mg/l  

SELENIUM 8 0 0.00  <0.22  0.47  0.89  10.00 ug/l  

SIMAZINE  8 0 0.00  <0.001  0.003  0.004  0.100 ug/l  



 
WATER QUALITY MONITORING ZONE: HEYDON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  7.90  10.14  12.00  200.00 mg/l  

SULPHATE 8 0 0.00  22.40  32.06  44.40  250.00 mg/l  

TASTE (QUANT)  13  0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  <0.24  <0.24  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.55  0.76  1.05   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  0.003  0.026  0.500 ug/l  

TOTAL THM 8 0 0.00  4.4  6.2  8.9  100.0 ug /l  

TRIETAZINE  8 0 0.00  <0.001  0.003  0.003  0.100 ug/l  

TURBIDITY (NTU)  13  0 0.00  <0.05  <0.05  <0.05  4.00 NTU  

        

Comment: 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

 



 
WATER QUALITY MONITORING ZONE: COTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  40  0 0.00  <0.009  <0.009  0.028  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  0.007  0.014  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BORON 8 0 0.00  <0.017  0.020  0.029  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  19.50  22.36  28.70  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

COLIFORM BACTERIA  222  1 0.45  0 0 2 0 /100ml  

COLONY COUNT 2 DAY  78  0 0.00  0 5 286  1000 c/ml  

COLONY COUNT 3 DAY  78  0 0.00  0 6 262  1000 c/ml  

COLOUR PT/CO SCALE  40  0 0.00  <0.40  <0.40  1.20  20.00 Pt/Co  

CONDUCTIVITY  40  0 0.00  478  540  588  2500 uS/cm  

COPPER 8 0 0.00  0.0030  0.0355  0.2410  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.0 02  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  <0.003  0.008  0.100 ug/l  

E.COLI  222  0 0.00  0 0 0 0 /100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 /100ml  

FLUORIDE 8 0 0.00  0.098  0.157  0.181  1.500 mg/l  

HYDROGEN ION CONC  40  0 0.00  7.07  7.37  7.74  9.50 pH  

IRON 8 0 0.00  < 7.0  <7.0  <7.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.50  <0.50  <0.50  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  < 0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

NICKEL  8 0 0.00  <0.90  1.66  2.00  20.00 ug/l  

NITRATE 9 0 0.00  32.80  36.13  40.10  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  <0.003  0.500 mg/l  

ODOUR (QUANT)  40  0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLORINE  222  0 0.00  <0.02  0.06  0.11  0.30 mg/l  

SELENIUM 8 0 0.00  <0.22  0.64  0.90  10.00 ug/l  

SIMAZINE  8 0 0.00  <0.007  <0.007  0.010  0.100 ug/l  



 
WATER QUALITY MONITORING ZONE: COTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value 

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  9.80  10.48  11.00  200.00 mg/l  

SULPHATE 8 0 0.00  24.90  29.40  39.50  250.00 mg/l  

TASTE (QUANT)  40  0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  <0.24  0.32  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.57  0.74  1.05   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  0.008  0.024  0.500 ug/l  

TOTAL THM 8 0 0.00  6.7  7.5  8.3  100.0 ug/l  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

TURBIDITY (NTU)  40  0 0.00  <0.05  <0.05  0.06  4.00 NTU  

        

        

Comment: 
 
One sample failed the Coliform parameter.  All check samples were satisfactory and a full investigation 
did not indicate any problem with the water supply.  Sampling or analytical error may be responsible for 
the exceedance.  All other samples were compliant with the Regulations. 

 



 
WATER QUALITY MONITORING ZONE: SAWSTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  8 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 8 0 0.00  <0.00 2 <0.002  <0.002  0.100 ug/l  

ALUMINIUM  8 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  6 0 0.00  <0.009  <0.009  0.011  0.500 mg/l  

ANTIMONY  8 0 0.00  <0.12  <0.12  0.12  5.00 ug/l  

ARSENIC 8 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  8 0 0.00  <0.003  0.007  0.027  0.100 ug/l  

BENZENE 8 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  8 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BENZO 1.12 PERYLENE  8 0 0.00  <0.001  <0.001  <0.001  0.100 ug/l  

BORON 8 0 0.00  <0.017  0.028  0.038  1.000 mg/l  

CADMIUM  8 0 0.00  <0.06  <0.06  <0.06  5. 00 ug/l  

CARBETAMIDE 8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 8 0 0.00  19.90  21.31  22.60  250.00 mg/l  

CHLORTOLURON 8 0 0.00  <0.004  <0.004  0.005  0.100 ug/l  

CHROMIUM  8 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

COLIFORM BACTERIA  27  0 0.00  0 0 0 0 / 100m l 

COLONY COUNT 2 DAY  6 0 0.00  0 0 0 1000 c/ml  

COLONY COUNT 3 DAY  6 0 0.00  0 0 0 1000 c/ml  

COLOUR PT/CO SCALE  6 0 0.00  <0.40  <0.40  0.60  20.00 Pt/Co  

CONDUCTIVITY  6 0 0.00  560  572  592  2500 uS/cm  

COPPER 8 0 0.00  0.0070  0.0128  0.0320  2.0000 mg/l  

CYANIDE 8 0 0.00  <0.70  0.94  5.10  50.00 ug/l  

DICAMBA  8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  8 0 0.00  <0.003  <0.003  0.007  0.100 ug/l  

E.COLI  27  0 0.00  0 0 0 0 / 100ml  

ENTEROCOCCI 8 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 8 0 0.00  0.094  0.156  0.222  1.500 mg/l  

HYDROGEN ION CONC  6 0 0.00  7.18  7.33  7.71  9.50 pH  

IRON 8 0 0.00  <7.0  <7.0  <7.0  200.0 ug/l  

ISOPROTURON 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 8 0 0.00  <0.50  <0.50  <0.50  25.00 ug/l  

MANGANESE 8 0 0.00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 8 0 0.00  <0.002  <0 .002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 8 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 8 0 0.00  <0.012  <0.012  0.038  1.000 ug/l  

NICKEL  8 0 0.00  <0.90  2.28  4.00  20.00 ug/l  

NITRATE 8 0 0.00  29.80  31.41  34.90  50.00 mg/l  

NITRITE  8 0 0.00  <0.003  <0.003  <0. 003  0.500 mg/l  

ODOUR (QUANT)  6 0 0.00  0 0 0 0 dil  

PROPAZINE 8 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLORINE  27  0 0.00  0.04  0.06  0.09  0.30 mg/l  

SELENIUM 8 0 0.00  <0.22  0.54  0.90  10.00 ug/l  



 
WATER QUALITY MONITORING ZONE: SAWSTON ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  
  

Samples Contravening 
PCV Concentration or Value   

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  8 0 0.00  11.00  30.88  170.00  200.00 mg/l  

SULPHATE 8 0 0.00  33.70  43.80  73.70  250.00 mg/l  

TASTE (QUANT)  6 0 0.0 0 0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

8 0 0.00  <0.24  <0.24  <0.24  10.00 ug/l  

TETRACHLOROMETHANE 8 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  8 0 0.00  0.61  0.81  0.97   mg/l  

TOTAL PAH 8 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  8 0 0.00  <0.002  0.010  0.043  0.500 ug/l  

TOTAL THM 8 0 0.00  1.8  3.1  4.3  100.0 ug/l  

TRIETAZINE  8 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

TURBIDITY (NTU)  6 0 0.00  <0.05  <0.05  <0.05  4.00 NTU  

        

        

Comment: 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

                

 



 
WATER QUALITY MONITORING ZONE: ODSEY ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  

  

Samples 
Contravening 

PCV 

  
Concentration 

or Value     

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  4 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 4 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  4 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  2 0 0.00  <0.009  <0.009  0.009  0.500 mg/l  

ANTIMONY  4 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 4 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  4 0 0.00  0.023  0.032  0.040  0.100 ug/l  

BENZENE 4 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  4 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BORON 4 0 0.00  0.020  0.027  0.031  1. 000 mg/l  

CADMIUM  4 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 4 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 4 0 0.00  28.00  31.28  36.20  250.00 mg/l  

CHLORTOLURON 4 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  4 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

COLIFORM BACTERIA  14  0 0.00  0 0 0 0 / 100ml  

COLONY COUNT 2 DAY  2 0 0.00  0 1 1 1000 c/ml  

COLONY COUNT 3 DAY  2 0 0.00  0 0 0 1000 c/ml  

COLOUR PT/CO SCALE  2 0 0.00  <0.40  <0.40  <0.40  20.00 Pt/Co  

CONDUCTIVITY  2 0 0.00  644  654  663  2500 uS/cm  

COPPER 4 0 0.00  0.0290  0.0805  0.1240  2.0000 mg/l  

CYANIDE 4 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

DICAMBA  4 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

DIURON  4 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

E.COLI  14  0 0.00  0 0 0 0 / 100ml  

ENTEROCOCCI 4 0 0.00  0 0 0 0 / 100ml  

FLUORIDE 4 0 0.00  0.091  0.138  0.182  1.500 mg/l  

HYDROGEN ION CONC  2 0 0.00  7.14  7.42  7.70  9.50 pH  

IRON 4 0 0.00  <7.0  <7.0  <7.0  200.0 ug/l  

ISOPROTURON 4 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 4 0 0.00  <0.50  <0.50  <0.50  25.00 ug/l  

MANGANESE 4 0 0. 00  <1.5  <1.5  <1.5  50.0 ug/l  

MCPA 4 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MCPP (MECOPROP) 4 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 4 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

NICKEL  4 0 0.00  1.10  1.63  2.60  20.00 ug/l  

NITRATE 4 0 0.00  31.60  39.70  44.00  50.00 mg/l  

NITRITE  4 0 0.00  <0.003  <0.003  0.005  0.500 mg/l  

ODOUR (QUANT)  2 0 0.00  0 0 0 0 dil  

PROPAZINE 4 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

RESIDUAL CHLORINE  14  0 0.00  0.03  0.06  0.07  0.30 mg/l  

SELENIUM 4 0 0.00  0.62  0.65  0.70  10.00 ug/l  

SI MAZINE  4 0 0.00  0.022  0.026  0.035  0.100 ug/l  

 



 
Cambridge Water  

WATER QUALITY MONITORING ZONE: ODSEY ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  

  

Samples 
Contravening 

PCV 

  
Concentration 

or Value     

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

SODIUM  4 0 0.00  13.00  13.75  15.00  200.00 mg/l  

SULPHATE 4 0 0.00  32.30  39.28  42.70  250.00 mg/l  

TASTE (QUANT)  2 0 0.00  0 0 0 0 dil  

TETRACHLOROETHENE + 
TRICHLOROETHENE 

4 0 0.00  <0.24  <0.24  <0.24  10.00 ug/l  

TETRACHLOROMETHANE 4 0 0.00  <0.020  <0.020  <0.020  3.000 ug/l  

TOTAL ORGANIC CARBON  4 0 0.00  0.79  0.93  1.00   mg/l  

TOTAL PAH 4 0 0.00  0.000  0.000  0.000  0.100 ug/l  

TOTAL PESTICIDES  4 0 0.00  0.045  0.057  0.075  0.500 ug/l  

TOTAL THM 4 0 0.00  4.3  5.2  6.8  100.0 ug/l  

TRIETAZINE  4 0 0.00  <0.006  <0.006  <0.006  0. 100 ug/l  

TURBIDITY (NTU)  2 0 0.00  <0.05  <0.05  <0.05  4.00 NTU  

        

Comment: 
 
All samples were compliant with the Regulations.  The water remained wholesome throughout the year. 

                



 
WATER QUALITY MONITORING ZONE: STOKES BRIDGE ZONE 

PERIOD: 01/01/2009 to 31/12/2009 
 

  

  

Samples 
Contravening 

PCV 

  
Concentration 

or Value     

  

Parameter 
Samples 

taken 
Number % Min Mean Max PCV 

1,2 DICHLOROETHANE  1 0 0.00  <0.080  <0.080  <0.080  3.000 ug/l  

2,4 -D 1 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

ALUMINIUM  1 0 0.00  <6  <6  <6  200 ug/l  

AMMONIUM  1 0 0.00  <0.009  <0.009  <0.009  0.500 mg/l  

ANTIMONY  1 0 0.00  <0.12  <0.12  <0.12  5.00 ug/l  

ARSENIC 1 0 0.00  <0.37  <0.37  <0.37  10.00 ug/l  

ATRAZINE  1 0 0.00  0.004  0.004  0.004  0.100 ug/l  

BENTAZONE 1 0 0.00  <0.002  <0 .002  <0.002  0.100 ug/l  

BENZENE 1 0 0.00  <0.060  <0.060  <0.060  1.000 ug/l  

BENZO (A) PYRENE  1 0 0.00  <0.001  <0.001  <0.001  0.010 ug/l  

BORON 1 0 0.00  0.083  0.083  0.083  1.000 mg/l  

BROMACIL  1 0 0.00  <0.012  <0.012  <0.012  0.100 ug/l  

BROMATE 1 0 0.00  <0.6  <0.6  <0.6  10.0 ug/l  

CADMIUM  1 0 0.00  <0.06  <0.06  <0.06  5.00 ug/l  

CARBETAMIDE 1 0 0.00  <0.006  <0.006  <0.006  0.100 ug/l  

CHLORIDE 1 0 0.00  <1.20  <1.20  <1.20  250.00 mg/l  

CHLORTOLURON 1 0 0.00  <0.004  <0.004  <0.004  0.100 ug/l  

CHROMIUM  1 0 0.00  <0.70  <0.70  <0.70  50.00 ug/l  

CL. PERFRINGENS 1 0 0.00  0.0  0.0  0.0  0 /100ml  

CLOPYRALID 1 0 0.00  0.051  0.051  0.051  0.100 ug/l  

COLIFORM BACTERIA  2 0 0.00  0 0 0 0 /100ml  

COLONY COUNT 2 DAY  2 0 0.00  0 1 2 1000 c/ml  

COLONY COUNT 3 DAY  2 0 0.00  0 0 0 1000 c/ml  

COLOUR PT/CO S CALE 1 0 0.00  1.40  1.40  1.40  20.00 Pt/Co  

CONDUCTIVITY  1 0 0.00  574  574  574  2500 uS/cm  

COPPER 1 0 0.00  0.0270  0.0270  0.0270  2.0000 mg/l  

CYANAZINE  1 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

CYANIDE 1 0 0.00  0.90  0.90  0.90  50.00 ug/l  

DICHLORPROP 1 0 0.00  < 0.002  <0.002  <0.002  0.100 ug/l  

DIURON  1 0 0.00  <0.003  <0.003  <0.003  0.100 ug/l  

E.COLI  2 0 0.00  0 0 0 0 /100ml  

ENTEROCOCCI 1 0 0.00  0 0 0 0 /100ml  

FLUORIDE 1 0 0.00  0.241  0.241  0.241  1.500 mg/l  

HYDROGEN ION CONC  1 0 0.00  7.20  7.20  7.20  9.50 pH  

IRON 1 0 0.00  <10.0  <10.0  <10.0  200.0 ug/l  

ISOPROTURON 1 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

LEAD 1 0 0.00  <0.50  <0.50  <0.50  25.00 ug/l  

LINURON  1 0 0.00  <0.005  <0.005  <0.005  0.100 ug/l  

MANGANESE 1 0 0.00  <1.8  <1.8  <1.8  50.0 ug/l  

MCPA 1 0 0.00  <0.002  <0.00 2 <0.002  0.100 ug/l  

MECOPROP 1 0 0.00  <0.002  <0.002  <0.002  0.100 ug/l  

MERCURY 1 0 0.00  <0.012  <0.012  <0.012  1.000 ug/l  

METALDEHYDE 1 0 0.00  0.069  0.069  0.069  0.100 ug/l  

 




